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PROPOSED CODE CHANGE (Check One)

|Z| Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3902.9 Boat hoists. Ground-fault circuit-interrupter protection for personnel shall be provided for 240-volt-and-less-outlets-that
supply the supply to boat hoists.

REASON AND FISCAL IMPACT

Direct wired units should also be protected due to the presence of the water and people with wet and bare feet and hands.
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